STATE OF |DAHD

DEFARTMENT OF
EMNVIROMNMEMNTAL QUALITY

1118 F Srest Lewdston, 10 53201 = (208) 799-4370 Z. L. "Butch" Citer, Gowvernor
Toni Hardesty, Director

April 22, 2010

The Honorable John Henderson, Mayor
City of Deary

P.O. Box 236

Deary, Idaho 83823

RE: 2010 WWTP NPDES Permit Compliance Inspection for ID-002078-8
Deary, Idaho

Dear Mayor Henderson:

On March 24, 2010, Mrs. Gwen Fransen and I completed the NPDES permit compliance inspection
on the City of Deary's wastewater treatment plant. Mr. Matthew Baugh and Mr. Sam Brown
provided a tour of the wastewater treatment facilities and were interviewed for the inspection
checklist. The inspection report and the inspection photo log are attached.

The following discrepancies were noted during the inspection.

Section I.C.5 of the City of Deary's Wastewater NPDES Permit ID-002078-8 states, " Surface
Water Monitoring Report: Surface water monitoring results must be submitted to EPA with the
next NPDES permit renewal application, which is due 180 days prior to the expiration date of the
permit." The due date for the submittal of the Surface Water Monitoring Report was October 30,
2008. The City submitted the report on January 30, 2009.

Section IV.B of the City of Deary's Wastewater NPDES Permit ID-002078-8 states, " Duty to
Reapply. If the permittee intends to continue an activity regulated by this permit after the
expiration date of this permit, the permittee must apply for and obtain a new permit. In
accordance with 40 CFR 122.21(d), and unless permission for the application to be submitted at a
later date has been granted by the Director, the permittee must submit a new application at
least 180 days before the expiration date of this permit." The due date for the submittal of
the NPDES Permit Reapplicaton was October 30, 2008. The City submitted the required applicaton
on January 30, 2009.

Section LE.3.b of the City of Deary’'s Wastewater NPDES Permit ID-002078-8 states, " At a
minimum, the QAP must include the following: Map(s) indicating the location of each sampling point."
The QAP does not contain a map showing the location of all sampling points.



Section IV.E.2.c of the City of Deary's Wastewater NPDES Permit ID-002078-8 states, " All
reports required by the permit and other information requested by the Director or Idaho
Department of Environmental Quality must be signed by a person described above or by a duly
authorized representative of that person. A person is a duly authorized representative only if: The
authorization is made in writing by a person described above." The operators were unable to
produce a written authorization delegating Matthew Baugh fo sign DMR's, etc.

Section LE.3.c of the City of Deary's Wastewater NPDES Permit ID-002078-8 states, " At a
minimum, the QAP must include the following: Qualification and training of personnel." The QAP
does not include a section on training new operators.

Section IV.B of the City of Deary's Wastewater NPDES Permit ID-002078-8 states, " Duty to
Reapply. If the permittee intends to continue an activity regulated by this permit after the
expiration date of this permit, the permittee must apply for and obtain a new permit." The current
NPDES Permit, ID-002078-8 has expired and the City of Deary is operating under the provisions
of an expired Permit.

The City needs fo increase the number of warning signs on the fence surrounding the wastewater
treatment facilities in order to adequately warn the public against trespassing.

If you have any questions, please contact me by phone at 208-799-4370 or by e-mail at
jerry.shaffer@deq.idaho.gov. Please extend my gratitude to Mr. Baugh and Mr. Brown for their
assistance during my inspection.

Sincerely,
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Jerry W. Shaffer, P.E.
Staff Engineer

Enc.



n United States Environmental Protection Agency
vEm Washington, D.C. 20460

Water Compliance Inspection Report

Section A: National Data System Coding (i.e., PCS)
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Transaction Code NPDES yr/mo/day Inspection Type Inspector Fac Type
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Inspection Work Days Facility Seif-Monitoring Evaluation Rating BI QA Reserved
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Section B: Facility Data
Name and Location of Facili ected (For industrial users discharging to POTW, also Entry Tjme/Date Permit Effective Date
include POTW name and NPD permlt number) dq &
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Section C: Areas Evaluated During Inspection (Check only those areas evaluated)

Permit __\ Self-Monitoring Program Pretreatment II__l MS4
Records/Reports g_! Compliance Schedules Pollution Prevention

Facility Site Review [ ] Laboratory Storm Water

Effluent/Receiving Waters g Operations & Maintenance Combined Sewer Overflow

Flow Measurement |m Sludge Handling/Disposal Sanitary Sewer Overflow

Section D: Summary of Findings/Comments
(Attach additional sheets of narrative and checklists, including Single Event Violation codes, as necessary)
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EPA Form 3560-3 (Rev 1-06) Previous editions are obsolete.



INSTRUCTIONS
Section A: National Data System Coding (i.e., PCS)
Column 1: Transaction Code: Use N, C, or D for New, Change, or Delete. All inspections will be new unless there is an error in the data entered.
Columns 3-11: NPDES Permit No. Enter the facility’s NPDES permit number - third character in permit number indicates permit type for U=unpermitted,
G=general permit, etc.. (Use the Remarks columns to record the State permit number, if necessary.)
Columns 12-17: Inspection Date. Insert the date entry was made into the facility. Use the year/month/day format (e.g., 04/10/01 = October 01, 2004).

Column 18: Inspection Type*. Use one of the codes listed below to describe the type of inspection:

A Performance Audit U IV Inspection with Pretreatment Audit ! Pretreatment Compliance (Oversight)
B Compliance Biomonitoring X Toxics Inspection ]
C  Compliance Evaluation (non-sampling) Z  Sludge - Biosolids . @ Follow-up (enforcement)
D  Diagnostic #  Combined Sewer Overflow-Sampling { Storm Water-Construction-Sampling
F  Pretreatment (Follow-up) $ Combined Sewer Overflow-Non-Sampling . )
G Pretreatment (Audit) +  Sanitary Sewer Overflow-Sampling }  Storm Water-Construction-Non-Sampling
I Industrial User (IU) Inspection &  Sanitary Sewer Overflow-Non-Sampling : Storm Water-Non-Construction-Sampling
] Complaints \ CAFO-Sampling . ‘
M Multimedia = CAFO-Non-Sampling ~ Storm Water-N%r:]-_CS‘%r::’gr”u:élon-
N Spill . . 21U Sampling Inspection < Storm Water-MS4-Sampling
O Compliance Evaluation (Oversight) 3 IU Non-Sampling Inspection i
P  Pretreatment Compliance Inspection 4 |U Toxics Inspection - Storm Water-MS4-Non-Sampling
R Reconnaissance 5 1U Sampling Inspection with Pretreatment > Storm Water-MS4-Audit
S Compliance Sampling 6 IU Non-Sampling Inspection with Pretreatment
7 1U Toxics with Pretreatment

Column 19: Inspector Code. Use one of the codes listed below to describe the lead agency in the inspection.

A — State (Contractor O— Other Inspectors, Federal/EPA_(Specify in Remarks columns)
B --— EPA (Contractor P— Other Inspectors, State (Specify in Remarks columns)

E — Corps of En?meers R— Regional fnspector

J— Joint EPA/STate Inspectors—EPA Lead S— State InsPector

L ---- Local Health Departiment (State) T — Joint State/EPA Inspectors—State lead

N — NEIC Inspectors

Column 20: Facility Type. Use one of the codes below to describe the facility.

1 — Municipal. Publicly Owned Treatment Works (POTWSs) with 1987 Standard Industrial Code (SIC) 4952.
2 — Industrial. Other than municipal, agricultural, and Federal facilities.
3 — Agricultural. Facilities classified with 1987 SIC 0111 to 0971.

4 — Federal. Facilities identified as Federal by the EPA Regional Office.
5— Oil & Gas. Facilities classified with 1987 SIC 1311 to 1389.

Columns 21-66: Remarks. These columns are reserved for remarks at the discretion of the Region.

Columns 67-69: Inspection Work Days. Estimate the total work effort (fo the nearest 0.1 work day), up to 99.9 days, that were used to complete the
inspection and submit a QA reviewed report of findings. This estimate includes the accumulative effort of all participating inspectors; any effort for laboratory
analyses, testing, and remote sensing; and the billed payroll time for travel and pre and post inspection preparation. This estimate does not require detailed
documentation. .

Column 70: Facility Evaluation Rating. Use information gathered during the inspection (regardless of inspection type) to evaluate the quality of the facility
self-monitoring program. Grade the program using a scale of 1 to 5 with a score of 5 being used for very reliable self-monitoring programs, 3 being
satisfactory, and 1 being used for very unreliable programs.

Column 71: Biomonitoring Information. Enter D for static testing. Enter F for flow through testing. Enter N for no biomonitoring.

Column 72; Quality Assurance Data Inspection. Enter Q if the inspection was conducted as followup on quality assurance sample results. Enter N
otherwise.

Columns 73-80: These columns are reserved for regionally defined information.
Section B: Facility Data

This section is self-explanatory except for "Other Facility Data," which may include new information not in the permit or PCS (e.g., new ouffalls, names of
receiving waters, new ownership, other updates to the record, SIC/NAICS Codes, Latitude/Longitude).

Section C: Areas Evaluated During Inspection

Check only those areas evaluated by marking the appropriate box. Use Section D and additional sheets as necessary. Support the findings, as necessary,
in a brief narrative report. Use the headings given on the report form (e.g., Permit, Records/Reports) when discussing the areas evaluated during the
inspection.

Section D: Summary of Findings/Comments

Briefly summarize the inspection findings. This summary should abstract the pertinent inspection findings, not replace the narrative report. Reference a list
of attachments, such as completed checklists taken from the NPDES Compliance Inspection Manuals and pretreatment guidance documents, including
effluent data when sampling has been done. Use extra sheets as necessary.

*Footnote: In addition to the inspection types listed above under column 18, a state may continue to use the following wet weather and CAFO inspection types
until the state is brought into ICIS-NPDES: K: CAFO, V: SSO, Y: CSO, W: Storm Water 9: MS4. States may also use the new wet weather, CAFO and MS4
inspections types shown in column 18 of this form. The EPA regions are required to use the new wet weather, CAFO, and MS4 inspection types for
inspections with an inspection date (DTIN) on or after July 1, 2005.



Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

NPDES | ID-002078-8

Date | 3/24/2010

Subject/Comments

Deary WWTP facility building

Facility/Site Name

Deary Wastewater NPDES Lnspction

Location/Address

Deary, Ldaho

PWS# | 1ID-0020/8-8

Date | 3/24/2010

Subject/Comments

empty chemical barrel storage




Facility/Site Name Deary Wastewater NPDES Inspction

Location/Address Deary, Idaho

PWS# [ID-002078-8 |Date | 372472010

Subject/Comments

multichlor label on chemical barrel
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Facility/Site Name Deary Wastewater NPDES Inspction

Location/Address Deary, Idaho

PWS# [ID-002078-8 |Date | 372472010

Subject/Comments

multichlor label on chemical barrel
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

Deary WWTP operator licenses




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8 [Date

3/24/2010

Subject/Comments
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8 [Date

3/24/2010

Subject/Comments

deary wwtp piping diagrams
I




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments list of deary fire and ambulence volunteers

Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments chemical packing list




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments deary wwtp electrical and controls

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 372472010

Subject/Comments

deary flow measurement chart




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

sewer aerator record
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

flow record charts




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

deary sample chain of custody

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

deary wastewater system map




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

i

deary wastewater system map

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

operations and maintenance manual for generator




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

deary wwtp daily plant checks log
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

list of deary fire and ambulence volunteers




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments deary wwtp safety equipment

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

deary wwtp electrical controls
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

deary wwtp lab supplies

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

e

deary wwtp chlorine a
‘ L] .

nalyzer
W

J |
s |
]

|




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

deary wwtp ph meter

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

backup generator




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

backup generator

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

current outside temperature




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

hypochlorite chemical system with pumps
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

hypochlorite day tank




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-

8 |Date | 3/24/2010

Subject/Comments

chlorination and dechlorination system

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

calcium thiosulfate day tank




Facility/Site Name

Location/Address

Deary Wastewater NPDES Inspction

Deary, Idaho

PWS# | ID-002078-8 [Date |

3/24/2010

Facility/Site Name

Subject/Comments

calcium thiosulfate chemical barrel label

CALCIUM
THIOSULFATE 3

235000TD
Lot: 010610/PD562

Bin:
562 DRUM PE

tion 206-2626334
Sold by Cascade Columbia Dist! i

Location/Address

Deary Wastewater NPDES Inspction

Deary, Idaho

PWS# | ID-002078-8 [Date |

3/24/2010

Subject/Comments

chemical room at Deary WWTP




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

chemical storage and eyewash at Deary WWTP

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

panorama of cell 2 - 1




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

panorama of cell 2 - 2

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8

Date | 3/24/2010

Subject/Comments

panorama of cell 2 - 3




Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

panorama of cell 2 - 4

Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# |1D-002078-8

Date | 3/24/2010

Subject/Comments

cell 1 aerator




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho
PWS# | ID-002078-8 [Date | 3/24/2010

inTluenT screening, sampling and flow measurement
Subject/Comments station

Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments

discharge from influent station to treatment ponds




Facility/Site Name Deary Wastewater NPDES Inspction

Location/Address Deary, Idaho

PWS# [ID-002078-8 |Date | 372472010

Subject/Comments

influent flow measurement

—

Facility/Site Name Deary Wastewater NPDES Inspction

Location/Address Deary, Idaho

PWS# [ID-002078-8 |Date | 372472010

Subject/Comments

influent bar screens




Facility/Site Name

Location/Address

Deary Wastewater NPDES Inspction

Deary, Idaho

PWS# | ID-002078-8 [Date |

3/24/2010

Facility/Site Name

Subject/Comments

control valves between p

onds along with manholes

£

Location/Address

Deary Wastewater NPDES Inspction

Deary, Idaho

PWS# | ID-002078-8 [Date |

3/24/2010

Subject/Comments

old effluent control building




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments drinking water double check valve

Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho
PWS# | ID-002078-8 [Date 3/24/2010
eftluent sampling and tTlow measurement and
Subject/Comments _—
chlorintion




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments effluent sampling and flow measurement

Facility/Site Name Deary Wastewater NPDES Inspction

Location/Address Deary, Idaho
PWs# | ID-002078-8 |Date | 3/24/2010

eftluent Tlow meter - parshall flume wiTh ultrasonic
Subject/Comments reader




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments effluent composite sampler

Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments

end of chlorine contact chamber and dechlorination site
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Facility/Site Name

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8 [Date |

3/24/2010

Subject/Comments

Facility/Site Name

beginning of chlorine contact chamber

o P

Deary Wastewater NPDES Inspction

Location/Address

Deary, Idaho

PWS# | ID-002078-8 [Date

3/24/2010

Subject/Comments

chlorine confact chamber befween Two concrete
structures




Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho

PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments

Facility/Site Name Deary Wastewater NPDES Inspction
Location/Address Deary, Idaho
PWS# | ID-002078-8 [Date | 3/24/2010
Subject/Comments

operator sam brown

operator matthew bo




